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Use for Ramp Metering Signs.

10‑3.__  INTERNALLY ILLUMINATED SIGNS

The "METER ON" sign shall be a Type A pedestrian signal modified so that the reflector shall be a single chamber with 2 incandescent lamps.
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The message shall be white "METER ON" as shown on the plans.  White color shall be in conformance with the provisions in Section 86-4.06, "Pedestrian Signal Faces," of the Standard Specifications.
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Lenses shall be 4.8‑mm, minimum thickness, clear acrylic or polycarbonate plastic or 3‑mm nominal thickness glass fiber reinforced plastic, with molded, one piece, neoprene gasket.  Message lettering for "METER" shall be "Series C," 113 mm high, with uniform 13‑mm stroke, and for "ON" shall be "Series C," 150 mm high, with uniform 25‑mm stroke.  Letters shall be clear, transparent or translucent, with black opaque background silk screened on to the second surface of the lens.

